
Action Level (AL) ≥15.5 parts per billion (ppb) 
ND = None Detected; NR = Not Reported 

Attachment L - Results Summary Lead in Water Sample  
 

School Name:  Hillsborough High School 
 

Outlet Code Sample ID Location/Description Result 
(ppb) 

Above 
AL? 

HHS-1-AEROBICS-DW HHS-1206-01 WF; Aerobics/Wrestling Room ND No 

HHS-1-WR-DW HHS-1206-02 WF; Weight Room by Aerobics ND No 

HHS-1-HWR-WC1 HHS-1206-03 WF; hallway across from Weight 
Room ND No 

HHS-1-HWR-WC2 HHS-1206-04 WF; hallway across from Weight 
Room ND No 

HHS-1-BGYM-DW HHS-1206-05 WF; in Gym B 1.34 No 

HHS-1-CGYM-ENT-WC1 HHS-1206-06 WF; entrance lobby to Gym C ND No 

HHS-1-CGYM-ENT-WC2 HHS-1206-07 WF; entrance lobby to Gym C ND No 

HHS-1-TRAINER-IM1 HHS-1206-08 IM; Trainer's Room ND No 

HHS-1-TRAINER-IM2 HHS-1206-09 IM; Trainer's Room next to hot tub ND No 

HHS-1-TRAINER-CF HHS-1206-10 Sink faucet; Traniner's Room ND No 

HHS-1-BETWEEN A-BGYM-DW HHS-1206-11 WF; vestibule Gym A & Gym B ND No 

HHS-1-FACULTY DINING-TF HHS-1206-12 Sink faucet; Faculty Dining 1.16 No 

HHS-1-LIBOFFICE-524-TF HHS-1206-13 Sink faucet; Media Center office ND No 

HHS-1-HEC520-CF12 HHS-1206-14 Sink faucet; Home Ec Room 520 ND No 

HHS-1-HEC520-CF34 HHS-1206-15 Sink faucet; Home Ec Room 520 ND No 

HHS-1-HEC520-CF56 HHS-1206-16 Sink faucet; Home Ec Room 520 ND No 

HHS-1-H515-WC1 HHS-1206-17 WF; hallway across from Room 515 ND No 

HHS-1-H515-WC3 HHS-1206-18 WF; hallway across from Room 515 ND No 

HHS-1-HEC515-CF1 HHS-1206-19 Sink faucet; Home Ec Room 515 ND No 

HHS-1-HEC515-CF2 HHS-1206-20 Sink faucet; Home Ec Room 515 ND No 



Action Level (AL) ≥15.5 parts per billion (ppb) 
ND = None Detected; NR = Not Reported 

Attachment L - Results Summary Lead in Water Sample  
 

School Name:  Hillsborough High School 
 

Outlet Code Sample ID Location/Description Result 
(ppb) 

Above 
AL? 

HHS-1-HEC515-CF3 HHS-1206-21 Sink faucet; Home Ec Room 515 1.27 No 

HHS-1-HEC515-CF4 HHS-1206-22 Sink faucet; Home Ec Room 515 1.25 No 

HHS-1-HEC515-CF5 HHS-1206-23 Sink faucet; Home Ec Room 515 ND No 

HHS-1-HEC515-CF6 HHS-1206-24 Sink faucet; Home Ec Room 515 ND No 

HHS-1-HEC515-CF7 HHS-1206-25 Sink faucet; Home Ec Room 515 ND No 

HHS-1-510-CF1 HHS-1206-26 Sink faucet; Room 510 (regular sink) ND No 

HHS-1-510-CF2 HHS-1206-27 Sink faucet; Room 510 (regular sink) ND No 

HHS-1-510-CF3 HHS-1206-28 Sink faucet; Room 510 (child's sink) ND No 

HHS-1-510-CF4 HHS-1206-29 Sink faucet; Room 510 (child's sink) 2.48 No 

HHS-1-COMMONS-WC1 HHS-1206-30 WF; in Commons area ND No 

HHS-1-COMMONS-WC3 HHS-1206-31 WF; in Commons area ND No 

HHS-1-CUSTODIAN-320-TF HHS-1206-32 Sink faucet in Custodian Office (320) ND No 

HHS-1-H319-DW HHS-1206-33 WF; hallway by Room 319 1.67 No 

HHS-317-BR-WC HHS-1206-34 WF; in Room 317 (Band) ND No 

HHS-315-BR-WC HHS-1206-35 WF; in Room 315 (Band) ND No 

HHS-315A-BR-CF HHS-1206-36 Sink faucet; Room 315 office (Band) 1.61 No 

HHS-1-H314-DW HHS-1206-37 WF; hallway by Room 314 ND No 

HHS-1-312-CF HHS-1206-38 Sink faucet; Room 312 ND No 

HHS-1-312-IM HHS-1206-39 IM; Room 312 ND No 

HHS-1-307-TF HHS-1206-40 Sink faucet; Room 307F (CST 
kitchenette) 3.87 No 



Action Level (AL) ≥15.5 parts per billion (ppb) 
ND = None Detected; NR = Not Reported 

Attachment L - Results Summary Lead in Water Sample  
 

School Name:  Hillsborough High School 
 

Outlet Code Sample ID Location/Description Result 
(ppb) 

Above 
AL? 

HHS-1-HN304E-WC HHS-1206-41 WF; Nurse area 304E ND No 

HHS-1-N304E-NS HHS-1206-42 Sink faucet; Nurse area 304E ND No 

HHS-1-N304A-NS HHS-1206-43 Sink faucet; Nurse area 304A ND No 

HHS-1-NS-CF HHS-1206-44 Sink faucet; Nurse area 1.09 No 

HHS-1-TRAINER-HB HHS-1206-45 Hose Bib; exterior across from Trainer's 
Room ND No 

HHS-FH-FITNESS ROOM-WC HHS-1206-46 WF; Field House; Fitness/Visitor Locker 
Room ND No 

HHS-FH-LR-WC HHS-1206-47 WF; Field House; Home Locker Room 1.11 No 

HHS-FH-LR-LRS HHS-1206-48 Sink faucet; Field House; Home Locker 
Room 3.63 No 

HHS-FH-KITCHEN-FP HHS-1206-49 Sink faucet; Field House kitchen; Food 
Prep 14.7 No 

HHS-FH-KITCHEN-IM HHS-1206-50 IM; Field House kitchen 10.00 No 

HHS-FH-BBR-WC HHS-1206-51 WF; Field House; Boys Restroom ND No 

HHS-FH-GBR-WC HHS-1206-52 WF; Field House; Girls Restroom ND No 

HHS-FH-EXTERIOR-HB HHS-1206-53 Hose Bib; Field House; exterior by 
electric room 10.2 No 

QC BLANK HHS-1206-54 DI Blank ND No 

HHS-1-KITCHEN-FP1 HHS-1208-55 Sink faucet; Kitchen; Food Prep ND No 

HHS-1-KITCHEN-FP2 HHS-1208-56 Sink faucet; Kitchen; Food Prep ND No 

HHS-1-KITCHEN-FP3 HHS-1208-57 Sink faucet; Kitchen; Food Prep ND No 

HHS-1-KITCHEN-KT1 HHS-1208-58 KT; Kitchen; kettle 1 (left) ND No 

HHS-1-KITCHEN-KT2 HHS-1208-59 KT; Kitchen; kettle 2 (middle) 1.63 No 

HHS-1-KITCHEN-KT3 HHS-1208-60 KT; Kitchen; kettle 3 (right) ND No 



Action Level (AL) ≥15.5 parts per billion (ppb) 
ND = None Detected; NR = Not Reported 

Attachment L - Results Summary Lead in Water Sample  
 

School Name:  Hillsborough High School 
 

Outlet Code Sample ID Location/Description Result 
(ppb) 

Above 
AL? 

HHS-1-SERVING-FP1 HHS-1208-61 Sink faucet; Serving area; food prep ND No 

HHS-1-SERVING-FP2 HHS-1208-62 Sink faucet; Serving area; food prep 1.02 No 

HHS-1-KITCHEN-IM HHS-1208-63 IM; Kitchen ND No 

HHS-2-H713-WC HHS-1208-64 WF; hallway by Room 713 ND No 

HHS-2-H705-WC1 HHS-1208-65 WF; hallway by Room 705 ND No 

HHS-2-H705-WC2 HHS-1208-66 WF; hallway by Room 705 ND No 

HHS-2-H617-WC1 HHS-1208-67 WF; hallway by Room 617 ND No 

HHS-2-H617-WC3 HHS-1208-68 WF; hallway by Room 617 ND No 

HHS-2-617-TF HHS-1208-69 Sink faucet; Room 617 ND No 

HHS-2-H802-WC1 HHS-1208-70 WF; hallway by Room 802 ND No 

HHS-2-H802-WC2 HHS-1208-71 WF; hallway by Room 802 ND No 

HHS-2-H812-WC HHS-1208-72 WF; hallway by Room 812 ND No 

HHS-1-MO-TF HHS-1208-73 Sink faucet; Main Office 1.01 No 

HHS-102-TO-CF HHS-1208-74 Sink faucet; Room 102 3.07 No 

HHS-1-H106-DW1 HHS-1208-75 WF; hallway by Room 106 ND No 

HHS-1-H106-DW2 HHS-1208-76 WF; hallway by Room 106 1.00 No 

HHS-1-H106-DW3 HHS-1208-77 WF; hallway by Room 106 2.17 No 

HHS-1-H114-CF HHS-1208-78 Sink faucet; Room 114 1.24 No 

HHS-1-H138-DW HHS-1208-79 WF; hallway by Room 138 ND No 

HHS-1-H144-DW HHS-1208-80 WF; hallway by Room 144 ND No 



Action Level (AL) ≥15.5 parts per billion (ppb) 
ND = None Detected; NR = Not Reported 

Attachment L - Results Summary Lead in Water Sample  
 

School Name:  Hillsborough High School 
 

Outlet Code Sample ID Location/Description Result 
(ppb) 

Above 
AL? 

HHS-1-H164-DW1 HHS-1208-81 WF; hallway by Room 164 3.49 No 

HHS-1-H164-DW2 HHS-1208-82 WF; hallway by Room 164 3.22 No 

HHS-2-H229-DW HHS-1208-83 WF; hallway by Room 229 3.54 No 

HHS-2-H235-DW HHS-1208-84 WF; hallway by Room 235 ND No 

HHS-2-H242-WC HHS-1208-85 WF; hallway by Room 242 ND No 

HHS-2-H255-DW1 HHS-1208-86 WF; hallway by Room 255 1.35 No 

HHS-2-H255-DW2 HHS-1208-87 WF; hallway by Room 255 ND No 

HHS-2-H255-DW3 HHS-1208-88 WF; hallway by Room 255 2.16 No 

HHS-2-260-TF HHS-1208-89 Sink faucet; Room 260 ND No 

HHS-2-262-TF HHS-1208-90 Sink faucet; Room 262 ND No 

HHS-2-HVPO-CF HHS-1208-91 Sink faucet; 2nd floor main office ND No 

HHS-2-H203-CF HHS-1208-92 Sink faucet; Room 203 7.16 No 

HHS-2-H206-DW1 HHS-1208-93 WF; hallway by Room 206 1.05 No 

HHS-2-H206-DW2 HHS-1208-94 WF; hallway by Room 206 ND No 

HHS-2-H224-DW HHS-1208-95 WF; hallway by Room 224 ND No 

QC BLANK HHS-1208-96 DI Blank ND No 
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